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INSTALLATION INSTRUCTIONS FOR MORTISE 03WM TRIM

MORTISE



Turn cylinder C
W

M
ortise cylinder and collar N

O
T supplied w

ith trim
,

M
A

R
K

 H
O

LES
D

R
ILL H

O
LES

D
rill 3/8" diam

eter holes thru trim
 side only, 4 places

N
O

TE:
1) M

ortise lock N
O

T supplied w
ith TR

IM
 device.

2) For a retrofit application, rem
ove lock and device before installing new

 trim
.

3) LH
R

 installation show
n (R

everse all steps for R
H

R
).

Install TR
IM

 device
3

Install M
O

R
TISE lock

4
Install m

ortise cylinder

Tighten screw
s

(R
eference step 3)

but, can be ordered separately.

N
ote:

#1/4 Lockw
asher

#1/4-20 S
ex nuts

Install backplate w
ith

(4) "A" screw
s.

Install lock w
ith (2) "I" screw

s or
(2) "J" screw

s for w
ood doors.

I
#12-24 x 1/2"

A
#1/4-20 x 1"

M
achine Screw

s

J#12 x 1"

Sheet M
etal / W

ood Screw

Fasten screw
s loosely.

M
ark trim

 holes

M
ark trim

 holes

2-3/4" B
ackset

M
ark cylinder

(See step 4)

C
ylinder P/N

: 102281-X
C

ollar P
/N

: 103303

TR
IM

 side: U
se plastic tem

plate to m
ark and drill TR

IM
 holes

1 STEP 1: PR
EP D

O
O

R

W
M

 TR
IM
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LLA
TIO

N
 IN
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U

C
TIO

N
S

2 STEPS 2-4: IN
STA

LL TR
IM

 D
EVIC

E A
N

D
 M

O
R

TISE LO
C

K

D
rill 1-1/4" diam

eter hole thru trim
 side only

M
ark centerline for

trim
 40" above

finished floor

S
EC

U
R

E C
Y

LIN
D

ER

Tighten screw
 nearest

trim
 side of door only

C
ontinue installation using device instructions

TR
IM

 IN
STA

LLA
TIO

N
 C

O
M

PLETE

#1/4 Lock w
asher

Lock w
asher

#1/4-20 Sex N
ut

Sex N
ut

IM
PO

R
TA

N
T!

For m
odular cable devices, see electrical instructions

for cable routing.
(p/n:101349)
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